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Fire Pump Controller For Electric Driven Fire Pumps 
(Produced after September 2002) 

Installation- Start Up - Service 
 
 
 

 
 
 
This instruction is a guide for personnel involved with Maintenance, Engineering and approval of 
Fire Pump equipment.  It provides an understanding of the Joslyn Clark controller operation, to 
aid in installing start-up. 

 
Operation, Installation and test requirements are specified by the National Fire Protection 
Association, Publications NFPA 20, NFPA 70, NFPA 25 and Factory Mutual. 
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